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Data Taking
Delivered Recorded Efficiency Comment

(%)
13 Oct 4.50 3.70 82 ~1.5hrs to investigate and fix Rack Monitor Interface airflow alarm.

14 Oct 6.75 5.14 76

15 Oct 6.03 5.71 95

16 Oct 2.16 1.90 88

17 Oct 8.08 7.05 87 ~1hr due to DAQ buffer disk failure.

18 Oct 7.21 6.60 92

19 Oct 10.03 9.22 92

13–19 Oct 44.8 39.3 88

Lum (pb-1) Lum (pb-1)

Lost Silicon LV power supply.
Efforts to investigate intermittent Calorimeter noise (unresolved).

Access to replace Silicon LV power supply.

10 minutes at beginning of store 6497 due to Muon system 
operator error.

~2% efficiency loss due to recurring Muon system HV trips 
(under investigation).

(1.64)

(35.8) (80)
(Data taken with full detector)

(24)
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